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This permit must be completed any time a critical EHS device (per the NAB CEHSD Program) is bypassed, 
jumpered, or otherwise taken out of service. It allows facility to operate this specific process without the listed 
EHS device for a maximum of 7 days from the date of issue. It has to be replaced by a new permit at the end 
of the 7-day period. All critical EHS device bypass permits require approval as per the permit approval 
matrix.   
 
No employee has the authority to operate any piece of equipment with a safety device out of service 
without this permit.  
 

1. Location:  _________________________ Work Order No.: ______________________________ 

2. Permit Issued: Date: _____________ Time: ________     Estimated return to service: ___________ 

Date Permit Expires: (7 days from date of issue): ____________   

3. Department: _______________________ Area/Floor: __________________________________ 

4.    Safety Device: ___________________________________________________________ 

5. Reason for safety device (trip, interlock, alarm, or fire protection system) to be out of service.  

______________________________________________________________________________ 

6. What safeguards will be put in place? _______________________________________________ 

7. For fire system impairment provide:  __________________________          __________________ 
               Facility Contact Name                         Phone number 

YES (ensure the following are complete) 
  1. Copy of permit is prominently displayed in control room. 
  2. Copy of permit has been given to Area Superintendent. 
  3. Orange bordered tag is hung (see below) at location of the EHS device. 
  4. Written instructions have been provided to all supervisors and operators. 
  5. If fire system impairment, FM Global has been notified. (See FM Global Site List for contact address.) 

   FM Global Index: K1 – 003982.35-07 
      K2 – 003982.39-07 

Approved by Management (see appropriate authority above): _______________________ 
 
Return to service: 
YES (ensure the following are complete) 

  1. Safety device/fire system returned to operation: Time: ____________ Date: ______________ 
  2. Copy of permit has been submitted to Safety Department once the impairment has been removed. 
  3. If fire system returned to service, FM Global has been notified. 

Area Superintendent:   ________________________________________________ 

 
CRITICAL EHS DEVICE BYPASS PERMIT TAG 

**Tag to be hung at location of EHS device** 
 

Person placing tag:    Date tag expires: 
 __________________________   _______________ (7 days from date of issue) 

Account Code:  #1-53737 


